FRANKLIN —WALAWALA 1 (115kV)
As measured at FRANKLIN (12498)

LINE LOADINGS, 2002

Peak (pos) = 50.24 MW

IWAX/MEAN/MIN BY DAY Peak (neg) = —85.84 MW
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""Max/Mean/Min'' designations based on algebraic values only (not directionality)
CUMULATIVE FREQUENCY DISTRIBUTIONS
2002, By Heavy — Load and Light — Load Hours
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Example: Loadings for
45 '| 2002 Heavwy—Load Hours were
> 9 MW 30% of the time
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Percent of Time Loadings At or Above (algebraically) Any Level
Light load hours = hours ending 23—06 and Sundays and holidays
Negative loadings are into FRANKLIN; positive loadings are out from FRANKLIN
Source: S—minute readings via SCADA (analysis excludes recorded values between —5 and +5 MW)
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